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120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 3/4" X LTG-RM 7E1,7E1A & 7E2 X ELEV PLAT LVL 6, 7 & 8 0.4 X 3/4" #10 #10 #10 20 2

3 20 #12 #12 #12 3/4" X LTG-RM 7E3, 7E4,7E5, 7E5A X RECPT-ALCOVE W END CORR X 3/4" #12 #12 #12 20 4

5 20 #12 #12 #12 3/4" X LTG-FAN RM Y X RECPT-ALCOVE W END CORR X 3/4" #12 #12 #12 20 6

7 20 #12 #12 #12 3/4" X RECPT-CORRIDOR X RECPT-RM 7E1A X 3/4" #12 #12 #12 20 8

9 20 #12 #12 #12 3/4" X RECPT-ALCOVE W END CORR X RECPT-RM 7E2 X 3/4" #12 #12 #12 20 10

11 20 #12 #12 #12 3/4" X RECPT-RM 7E1A X RECPT-RM 7E1A X 3/4" #12 #12 #12 20 12

13 20 #12 #12 #12 1/2" X RECPT-RM 7E1 X RECPT-S CROSSWALK, TWR D X 1/2" #12 #12 #12 20 14

15 20 #12 #12 #12 3/4" X RECPT-RM 7E1 X RECPT N CROSSWALK, CATWALK X 1/2" #12 #12 #12 20 16

17 20 #12 #12 1/2" X RECPT-RM 7E15, VENDING X RECPT-RM 7E2,7E4,7E15 & CORR X 3/4" #12 #12 20 18

19 20 #12 #12 1/2" X RECPT-RM 7E15, VENDING X X #12 20

21 20 #12 #12 #12 3/4" X RECPT-FAN RM Y X X #12 22

23 20 #12 #12 #12 3/4" X RECPT-RM 7E1 & 7E2 X RECPT-N JIB CRANE, CATWALK X 3/4" #12 #12 #12 20 24

25 20 #12 #12 #12 3/4" X RECPT-CLOCKS X RECPT-S JIB CRANE, CATWALK X 3/4" #12 #12 #12 20 26

27 20 #12 #12 #12 3/4" X RECPT-RM 7E7, 7E9 & 7E13 X RECPT - N 7E15 X 1/2" #12 #12 #12 20 28

29 20 #12 #12 #12 1/2" X RECPT-RM 7E7, 7E9, &7E13 X RECPT - N 7E15 X 1/2" #12 #12 #12 20 30

31 20 #12 #12 #12 1/2" X RECPT-RM 7E9 X RECPT - N 7E15 X 1/2" #12 #12 #12 20 32

33 20 #12 #12 #12 3/4" X RECPT-RM 7E7 & 7E9 X RECPT-RM 7E6, 7E8, 7E10 & 7E12 X 3/4" #12 #12 #12 20 34

35 20 #12 #12 #12 1/2" X RECPT-RM 7E7 & 7E11 X RECPT-RM 7E6, 7E8, 7E10 & 7E12 X 3/4" #12 #12 #12 20 36

37 20 #12 #12 #12 3/4" X REC-RM 7E9,7E10,7E11,7E12&7E13 X RECPT-RM 7E6, 7E8, 7E10 & 7E12 X 3/4" #12 #12 #12 20 38

39 20 #12 #12 #12 3/4" X RECPT-RM 7E11 & 7E12 X RECPT-RM 7E6 & 7E8 X 3/4" #12 #12 #12 20 40

41 20 SPARE X RECPT-RM 7E6 X 3/4" #12 #12 #12 20 42

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER E - CORRIDOR 7TH FL

MOUNT WIRE FED FROM: PNL 10EPA CKT 16

DEMAND DEMAND

PANEL 7ELBVOLTS PHASE LOCATION:

AMP BUS MCB (TOP) GE NLAB ENCLOSURE: NEMA 1
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

20

0.4

#12

100% EST DEMAND LOAD LGTS (KVA): 0.4 PHASE B CONNECTED LOAD (KVA): 0.0

100% EST DEMAND LOAD GEN (KVA): 0.0 0.4

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.4 TOTAL CONNECTED LOAD (AMPS): 1.2

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 1/2" X LTG-RM 16E3,4,4A,5 X RECPT-CATWALK N ON COL X 1/2" #12 #12 #12 20 2

3 20 #12 #12 #12 1/2" X LTG-RM 16E1,2, UTILITY RM X RECPT-CATWALK N  X 1/2" #12 #12 #12 20 4

5 20 #12 #12 #12 1/2" X RECPT-CATWALK S ON COL X LTG-CATWALK N X 1/2" #12 #12 #12 20 6

7 20 #12 #12 #12 1/2" X RECPT-CATWALK X LTG-N FRAN RM X 1/2" #12 #12 #12 20 8

9 20 #12 #12 #12 3/4" X LTG- S CATWALK X FAN-RM 16E13 X 3/4" #12 #12 #12 20 10

11 20 #12 #12 #12 3/4" X FAN-RM 16E15 X SPARE 20 12

13 20 #12 #12 #12 3/4" X FIRE ALARM RELAY X RECPT-VENDING X 3/4" #12 #12 #12 20 14

15 20 #10 #10 #10 3/4" X 0.4 ELEV PLAT LVL 15, 16 &17 X RECPT-VENDING X 3/4" #12 #12 #12 20 16

17 20 #12 #12 #12 3/4" X RECPT-CATWALK W X SPARE 20 18

19 20 #12 #12 #12 3/4" X RECPT-STORAGE RM X RECPT-RM 16E4, CLEANING X 3/4" #12 #12 #12 20 20

21 20 #12 #12 #12 3/4" X RECPT-FAN RM N X X #12 22

23 20 #12 #12 #12 1/2" X RECPT-RM 16E1,2 X X #12 24

25 20 #12 #12 #12 1/2" X RECPT-STORAGE RM X RECPT-CLOCKS X 3/4" #12 #12 #12 20 26

27 20 SPARE X RECPT-STORAGE RM X 1/2" #12 #12 #12 20 28

29 SPACE X SPACE 30

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER E -CORRIDOR 16TH FL

MOUNT WIRE FED FROM: PNL 16EPA CKT 28 (SEC 1)

DEMAND DEMAND

PANEL 16ELBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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RECPT-CLEANING 3/4"
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

20

0.0

#12

100% EST DEMAND LOAD LGTS (KVA): 0.4 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 0.4

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.4 TOTAL CONNECTED LOAD (AMPS): 1.2

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 1/2" X LTG-RM 24E1,1A,2, CLOSET X RECPT-RM 24E16A X 1/2" #12 #12 #12 20 2

3 20 #12 #12 #12 1/2" X LTG-RM 24E3,4,5,5A X RECPT-RM 24E16A X 1/2" #12 #12 #12 20 4

5 20 #12 #12 #12 1/2" X RECPT-RM 24E1A X RECPT-RM 24E2 X 1/2" #12 #12 #12 20 6

7 20 #12 #12 #12 1/2" X RECPT-RM 24E1 X RECPT-RM 24E1A X 1/2" #12 #12 #12 20 8

9 20 #12 #12 #12 1/2" X RECPT-RM 24E1 X RECPT-RM 24E1A X 1/2" #12 #12 #12 20 10

11 20 #12 #12 #12 1/2" RECPT-VEND, W CORR, RM C24F1S X XEROX JBOX, W CORR, RM C24E1N X 1/2" #12 #12 #12 20 12

13 20 #12 #12 #12 1/2" RECPT-VEND, W CORR, RM C24E1S X RECPT-VEND, W CORR, RM C24E1N X 3/4" #12 #12 #12 20 14

15 20 #12 #12 #12 3/4" X RECPT-CLEANING RM 24E1 X ELEV PLAT LVL 24, 25 & 26 0.4 X 3/4" #10 #10 #10 20 16

17 #12 X X RECPT-RM 24E2,16, CORR X 2" #12 #12 #12 20 18

19 #12 X X RECPT-CLEANING X 1/2" #12 #12 #12 20 20

21 20 #12 #12 #12 3/4" X RECPT-RM 24E16A X RECPT-RM 24E16A X 3/4" #12 #12 #12 20 22

23 SPACE X SPACE 24

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER E - CORRIDOR 24TH FL

MOUNT WIRE FED FROM: PNL 22EPA CKT 22

DEMAND DEMAND

PANEL 24ELBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA): 0.0

100% EST DEMAND LOAD LGTS (KVA): 0.4 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 0.4

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.4 TOTAL CONNECTED LOAD (AMPS): 1.2

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #10 #10 #10 3/4" X 0.4 ELEV PLAT LVL 9, 10 & 11 X ELEV PLAT LVL 12, 13 & 14 0.4 X 3/4" #10 #10 #10 20 2

3 20 SPARE X SPARE 20 4

5 20 #12 #12 #12 3/4" X RECPT-ELEV CORR, CLEANING X RECPT-ELEV CORR, RM 11E1 X 3/4" #12 #12 #12 20 6

7 #12 X X RECPT-UTILITY SHAFT X 3/4" #12 #12 #12 20 8

9 #12 X X SPARE 20 10

11 SPACE X SPACE 12

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER E -RM 11E1 11TH FL

MOUNT WIRE FED FROM: PNL 10EPA CKT 16

DEMAND DEMAND

PANEL 11ELBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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20 #12 3/4" RECPT-CLEANING (2@ 208V)
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EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA): 0.8

100% EST DEMAND LOAD LGTS (KVA): 0.8 PHASE B CONNECTED LOAD (KVA): 0.0

100% EST DEMAND LOAD GEN (KVA): 0.0 0.8

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.8 TOTAL CONNECTED LOAD (AMPS): 2.3

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 1/2" X LTG-RM 20E1,2, UTILITY ROOM X ELEV PLAT LVL 18, 19 & 20 0.4 X 3/4" #10 #10 #10 20 2

3 20 #12 #12 #12 1/2" X LTG-RM 20E3,4,5,6 X ELEV PLAT LVL 21, 22 & 23 0.4 X 3/4" #10 #10 #10 20 4

5 20 SPARE X SPARE 20 6

7 20 SPARE X RECPT-RM 20E1,2 X 1/2" #12 #12 #12 20 8

9 20 #12 #12 #12 1/2" X RECPT-CATWALK, BAY 3 X RECPT-CLEANING, ELEV LOBBY X 3/4" #12 #12 #12 20 10

11 20 SPARE X X #12 12

13 20 SPARE X X #12 14

15 20 #12 #12 #12 1/2" X RECPT-CATWALK, BAY 3, PLATF S X RECPT-CATWALK, BAY 1, PLATF N X 1/2" #12 #12 #12 20 16

17 20 #12 #12 #12 1/2" X RECPT-CATWALK, BAY 3, PLATF N X RECPT-CATWALK, BAY 1, PLATF N X 1/2" #12 #12 #12 20 18

19 20 #12 #12 #12 1/2" X LTG-CATWALK, BAY 3 X LTG-CATWALK, BAY 1 X 1/2" #12 #12 #12 20 20

21 SPACE X SPACE 22

23 SPACE X SPACE 24

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER E -RM 20E2 20TH FL

MOUNT WIRE FED FROM: PNL 16EPA CKT 28

DEMAND DEMAND

PANEL 20ELBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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RECPT-CLEANING, ELEV LOBBY 3/4"
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

20

0.4

#12

100% EST DEMAND LOAD LGTS (KVA): 0.8 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 0.8

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.8 TOTAL CONNECTED LOAD (AMPS): 2.3

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 3/4" X LTG-RM 30E12, UTILITY CLOSET X RECPT-CLOCKS X 3/4" #12 #12 #12 20 2

3 20 #12 #12 #12 3/4" X LTG-RM 30E3,4,5,6 X ELEV PLAT LVL 27, 28 & 29 1 0.4 X 3/4" #10 #10 #10 20 4

5 20 #12 #12 #12 1/2" X RECPT-RM 30E12 X RECPT-RM 30E8 X 1/2" #12 #12 #12 20 6

7 20 #12 #12 #12 1/2" X RECPT-RM 30E14 X RECPT-RM 30E10,10A X 1/2" #12 #12 #12 20 8

9 20 #12 #12 #12 1/2" X RECPT-RM 30E16 X RECPT-RM 30E7,9 X 1/2" #12 #12 #12 20 10

11 20 #12 #12 #12 1/2" X RECPT-RM30E12,14 X RECPT-RM 30E11 X 3/4" #12 #12 #12 20 12

13 20 #12 #12 #12 1/2" X RECPT-RM 30E14 X RECPT-RM 30E11 X 3/4" #12 #12 #12 20 14

15 20 #12 #12 #12 1/2" X RECPT-RM 30E16 X RECPT-RM 30313 X 3/4" #12 #12 #12 20 16

17 20 #12 #12 #12 1/2" X RECPT-RM 30E8 X RECPT-RM 30E15 X 3/4" #12 #12 #12 20 18

19 20 #12 #12 #12 1/2" X RECPT-RM 30E10,10A X RECPT-RM30E1,3 X 3/4" #12 #12 #12 20 20

21 20 #12 #12 #12 1/2" X RECPT-RM 30E11,13 X RECPT-VENDING X 3/4" #12 #12 #12 20 22

23 20 #12 #12 #12 1/2" X RECPT-RM 30E13 X RECPT-VENDING X 3/4" #12 #12 #12 20 24

25 20 #12 #12 #12 1/2" X RECPT-RM 30E15 X RECPT-RM 30E2 X 1/2" #12 #12 #12 20 26

27 20 #12 #12 #12 3/4" X RECPT-RM 30E7 X SPARE 20 28

29 20 #12 #12 #12 3/4" X RECPT-RM 30E9 X X #12 30

31 20 SPARE X X #12 32

33 20 SPARE X RECPT-CLEANING CORRIDOR X 3/4" #12 #12 #12 20 34

35 20 SPARE X SPARE 20 36

37 20 SPARE X SPARE 20 38

39 20 SPARE X SPARE 20 40

41 20 SPARE X SPARE 20 42

43 20 SPARE X SPARE 20 44

45 20 SPARE X SPARE 20 46

47 20 SPARE X SPARE 20 48

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER E - CORRIDOR 30TH FL

MOUNT WIRE FED FROM: PNL 28EPA CKT 22

DEMAND DEMAND

PANEL 30ELB VOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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RECPT-CLEANING CORRIDOR 3/4"
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

20

0.0

#12

100% EST DEMAND LOAD LGTS (KVA): 0.4 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 0.4

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.4 TOTAL CONNECTED LOAD (AMPS): 1.2



120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 1/2" X LTG-RM 28FL AND UTIL SHAFT X ELEV PLAT LVL 30, 31 & 32 0.4 X 3/4" #10 #10 #10 20 2

3 20 #12 #12 #12 1/2" X RECPT-RM 32F1 X RECPT-CLEANING, 120V X 3/4" #12 #10 #10 20 4

5 20 #12 #12 #12 3/4" X LTG-CATWALK, 31F1 X X #10 6

7 20 #12 #12 #12 3/4" X RECPT-CATWALK, 31F1 X X #10 8

9 20 #12 #12 #12 3/4" X RECPT-MOVABLE PLATFORM X ELEV PLAT LVL 33 & 34 0.4 X 3/4" #10 #10 #10 20 10

11 20 SPARE X SPARE 20 12

13 SPACE X SPACE 14

15 SPACE X SPACE 16

17 SPACE X SPACE 18

19 SPACE X SPACE 20

21 SPACE X SPACE 22

23 SPACE X SPACE 24

25 SPACE X SPACE 26

27 SPACE X SPACE 28

29 SPACE X SPACE 30

31 SPACE X SPACE 32

33 SPACE X SPACE 34

35 SPACE X SPACE 36

37 SPACE X SPACE 38

39 SPACE X SPACE 40

41 SPACE X SPACE 42

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):100% EST DEMAND LOAD GEN (KVA): 0.0 0.8

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.8 TOTAL CONNECTED LOAD (AMPS): 2.3

100% EST DEMAND LOAD LGTS (KVA): 0.8 PHASE B CONNECTED LOAD (KVA): 0.4

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

#12 20

Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA): 0.4
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RECPT-CLEANING, 208V 3/4"

MCB (BOTTOM) ENCLOSURE: NEMA 1

DEMAND DEMAND
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PANEL 32FLB
VOLTS PHASE LOCATION: TOWER F - RM 32F2 VAB

MOUNT WIRE FED FROM: 32FPA CKT 9

AMP BUS

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #10 #10 #10 3/4" X 0.4 ELEV PLAT LVL 30, 31 & 32 X RECPT-RM 32E1, PLATFORM X 1/2" #12 #12 #12 20 2

3 20 #10 #10 #10 3/4" X 0.4 ELEV PLAT LVL 33 &34 X RECPT-CLEANING, ELEV LOBBY X 3/4" #12 #12 #12 20 4

5 20 SPARE X X #12 6

7 #10 X X X #12 8

9 #10 X X SPARE 20 10

11 #10 X X 12

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER E - 32ND FL

MOUNT WIRE FED FROM: PNL 31EPA CKT 16

DEMAND DEMAND

PANEL 32ELBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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RECPT-CLEANING, ELEV LOBBY 3/4"

L
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S

20

30 3/4" WATER PUMP, 32ND FL

#12

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD LGTS (KVA): 0.8 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 0.8

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.8 TOTAL CONNECTED LOAD (AMPS): 2.3

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 1/2" X LTG-RM 16F1, 2, UTIL SHAFT X LTG-CATWALK, BAY 3, NO. 18 X 1/2" #12 #12 #12 20 2

3 20 #12 #12 #12 3/4" X RECPT-RM 16F2 X RECPT-LTG, MOVABLE PLATFORM X 3/4" #12 #12 #12 20 4

5 20 #12 #12 #12 3/4" X RECPT-RM 16F1 X RECPT-CATWALK, BAY 3, NO.18 X 3/4" #12 #12 #12 20 6

7 20 #12 #12 #12 1/2" X RECPT-CATWALK TO TOWER C X RECPT-CATWALK ACROSS TWR X 3/4" #12 #12 #12 20 8

9 20 #10 #10 #10 3/4" X 0.4 ELEV PLAT LVL 12, 13 & 14 X RECPT-CLEANING, ELEV LOBBY X 3/4" #12 #12 #12 20 10

11 20 #10 #10 #10 3/4" X 0.4 ELEV PLAT LVL 15, 16 & 17 X X #12 12

13 20 #10 #10 #10 3/4" X 0.4 ELEV PLAT LVL 18, 19 & 20 X X #12 14

15 SPACE, NO HARDWARE X SPACE, NO HARDWARE 16

17 SPACE, NO HARDWARE X SPACE, NO HARDWARE 18

19 SPACE W/H X SPACE W/H 20

21 SPACE W/H X SPACE W/H 22

23 SPACE X SPACE 24

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER F - RM 16F2 VAB

MOUNT WIRE FED FROM: 16FPA CKT 4

DEMAND DEMAND

PANEL 16FLBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1

H
V

A
C

L
G

T
S

R
E

C
P

G
E

N

H
V

A
C

R
E

C
P

G
E

N

RECPT-208V CLEAN, ELEV LOBBY 3/4"
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.4

20

0.4

#12

100% EST DEMAND LOAD LGTS (KVA): 1.3 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 1.3

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 1.3 TOTAL CONNECTED LOAD (AMPS): 3.5

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 1/2" X LTG-RM 28F1, 2, 3, 4 X LTG-CATWALK BAY 3 X 3/4" #12 #12 #12 20 2

3 20 #12 #12 #12 1/2" X RECPT-DRINKING FOUNTAIN X RECPT-CATWALK ABY 3 X 3/4" #12 #12 #12 20 4

5 20 #12 #12 #12 1/2" X RECPT-RM 28F1 AND 28F4 X RECPT-CATWALK ABY 3 X 3/4" #12 #12 #12 20 6

7 20 #12 #12 #12 1/2" X RECPT-VENDING X RECPT-CLEANING FL 27 X 3/4" #12 #12 #12 20 8

9 20 #12 #12 #12 1/2" X RECPT-VENDING X RECPT-VENDING X 1/2" #12 #12 #12 20 10

11 20 #10 #10 #12 3/4" X RECPT-CLEANING LOBBY 120V X ELEV PLAT LVL 27, 28 & 29 0.4 X 3/4" #10 #10 #10 20 12

13 #10 X X X #12 14

15 #10 X X X #12 16

17 20 #12 #12 #12 1/2" X EXHAUST FAN MENS RM X SPARE 20 18

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER F - RM 28F2 VAB

MOUNT WIRE FED FROM: 32FPA CKT 9

DEMAND DEMAND

PANEL 28FLBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
R

E
C

P
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N

20 #12 3/4" RECPT-CLEANING LOBBY 208V WATER HEATER 28F1
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.4

3/4" #12 20

0.0

100% EST DEMAND LOAD LGTS (KVA): 0.4 PHASE B CONNECTED LOAD (KVA): 0.0

100% EST DEMAND LOAD GEN (KVA): 0.0 0.4

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.4 TOTAL CONNECTED LOAD (AMPS): 1.2

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 3/4" X LTG-FL 9, RECPT, AC RM X LTG-RM 10F1,2,3,4, CATWALK, UTIL X 3/4" #12 #12 #12 20 2

3 20 #12 #12 #12 3/4" X RECPT-RM 10F1 X RECPT-BAY 3 FL 9 X 3/4" #12 #12 #12 20 4

5 20 #12 #12 #12 3/4" X WATER COOLER X RECPT-CATWALK BAY 3 X 3/4" #12 #12 #12 20 6

7 20 #12 #12 #12 3/4" X RECPT-AC RM, FAN RM X EXH FAN, AC RM, MENS RM X 3/4" #12 #12 #12 20 8

9 20 #12 #12 #12 3/4" X LTG-FL 9 X RECPT-CLEAN RM, FL 9 AND 10 X 3/4" #12 #12 #12 20 10

11 20 #12 #12 #12 3/4" X RECPT-FL 9 X X #12 12

13 20 #12 #12 #12 3/4" X FIRE ALARM RELAYS, SE AREA X X #12 14

15 20 #12 #12 #12 3/4" X LTG-AC RM, FAN RM X ELEV PLAT LVL 6, 7 & 8 1 0.4 X 3/4" #10 #10 #10 20 16

17 20 SPARE X ELEV PLAT LVL 9, 10 & 11 1 0.4 X 3/4" #10 #10 #10 20 18

19 SPACE X SPACE 20

21 SPACE X SPACE 22

23 SPACE X SPACE 24

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER F - RM 10F1 VAB

MOUNT WIRE FED FROM: 10FPA CKT 9

DEMAND DEMAND

PANEL 10FLBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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RECPT-CLEAN RM, FL 9 AND 10 3/4"
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.4

20

0.0

#12

100% EST DEMAND LOAD LGTS (KVA): 0.8 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 0.8

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.8 TOTAL CONNECTED LOAD (AMPS): 2.3

120/208� 3

SURFACE 4

225 200

CKT TRIP PHASE NEUTRAL GND COND KVA NOTES LOAD A B C LOAD NOTES KVA COND GND NEUTRAL PHASE TRIP CKT

1 20 #12 #12 #12 1/2" X LTG-RM 25F1, F2, F3 X LTG-CATWALK, NO. 18 X 3/4" #12 #12 #12 20 2

3 20 #12 #12 #12 1/2" X RECPT-RM 25F3 X RECPT-CATWALK, NO. 18 X 3/4" #12 #12 #12 20 4

5 20 #12 #12 #12 3/4" X RECPT-VENDING X RECPT-MOVABLE PLATFORM X 3/4" #12 #12 #12 20 6

7 20 #12 #12 #12 3/4" X RECPT-VENDING X RECPT-RM 25F3 X 3/4" #12 #12 #12 20 8

9 20 #12 #12 #12 3/4" X RECPT-WATER COOLER, VENDING X RECPT-RM 25F5 X 3/4" #12 #12 #12 20 10

11 20 #12 #12 #12 1/2" X RECPT-RM 25F4 X RECPT-CLOCK X 1/2" #12 #12 #12 20 12

13 20 #12 #12 #12 3/4" X RECPT-VENDING X ELEV PLAT LVL 21, 22 & 23 0.4 X 3/4" #10 #10 #10 20 14

15 20 #12 #12 #12 3/4" X RECPT-TELEPHONE CABINET X ELEV PLAT LVL 24, 25 & 26 0.4 X 3/4" #10 #10 #10 20 16

17 20 #12 #12 #12 3/4" X RECPT-VENDING X SPARE 20 18

19 20 #12 #12 #12 3/4" X EXHAUST FANS IN RESTROOMS X RECPT-CLEANING (120V) X 3/4" #12 #12 #12 20 20

21 20 SPARE X X #12 22

23 20 SPARE X X #12 24

NEC 220.51

NEC 220.42 for All others

NEC 220.44 (0-10KVA@100%, X>10KVA@50%

NEC 220.14 TOTAL CONNECTED LOAD (KVA):

TOWER F - RM 25F3 VAB

MOUNT WIRE FED FROM: 32FPA CKT 9

DEMAND DEMAND

PANEL 25FLBVOLTS PHASE LOCATION:

AMP BUS MCB (BOTTOM) GE NLAB ENCLOSURE: NEMA 1
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RECPT-CLEANING (208V) 3/4"
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Notes: 100% EST DEMAND LOAD HVAC (KVA): 0.0 PHASE A CONNECTED LOAD (KVA):

EST DEMAND LOAD RECP (KVA): 0.0 PHASE C CONNECTED LOAD (KVA): 0.0

20

0.4

#12

100% EST DEMAND LOAD LGTS (KVA): 0.8 PHASE B CONNECTED LOAD (KVA): 0.4

100% EST DEMAND LOAD GEN (KVA): 0.0 0.8

 TOTAL ESTIMATED  DEMAND LOAD (KVA): 0.8 TOTAL CONNECTED LOAD (AMPS): 2.3


